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16. Industrial Waste: The engineer indicated that the city will develop an industrial pretreatment

17.

18.

ordinance in anticipation of the possibility of discharge of industrial wastewater into the system.
The ordinance will be drafted for City consideration this spring during the bidding period.

Sludge Disposal: The report proposes to dispose of the dewatered biosolids produced by the
treatment plant by land application and incorporation into the soils at the city’s present 40-acre
wastewater land application site. Storage of dewatered sludge in trailers located inside at the
treatment site with periodic transport to the 40-acre application site for stockpiling and/or land
application is proposed. From a siting and capacity perspective, this proposal appears feasible.
However, the design engineer needs to prepare’and submit to DEQ a Sludge Management Plan to
finalize the manner by which sludge will be disposed. A copy of the final, stamped BIOSOIIdS
Management Plan is attached to this letter.

Lagoon Sludge Disposal: The report identifies three possible disposal methods for the sludge
remaining after the new plant is operational and the existing wastewater lagoons are dewatered.
We suggest that the final choice for disposal of this sludge be discussed in the Sludge Management
Plan. The Biosolids Management Plan includes a discussion of the fate of the existing lagoon

‘sludge.

September 30, 2008 Meeting: The three comments discussed during our meeting on September 30"
have been addressed by the engineer. We appreciate that DEQ finds that the Design Report for
Wastewater Facilities for the City of Plummer as prepared by USKH dated September 2008 is
acceptable.

95% Construction Plans and Specifications: Drawings and specifications were submitted to DEQ
on December 28, 2008 constituting 95% completlon On January 9, 2009 a meeting was held with the
design engineer to discuss the project.

1)

2)

3)

Remediation of petroleum contamination found in the soils at the treatment plant site as noted on
Sheet T3.2 needed to be accepted by the US-EPA and Coeur d’Alene Tribe acting as the water
quality authorities in this area. On the evening of January 29, 2009, the City Council met with ITD,
USDA Rural Development, and USKH to discuss final transfer of the property and coordinate
responsibility for the final cleanup in accordance with the EPA-accepted (As of January 14, 2009)
ITD plan dated June 2008.

The EPA/Coeur d’Alene Tribe also need to accept the erosion control plan and site disturbance
activities implemented during this project as described in the Drainage Study and Stormwater
Design Report prepared by USK, Inc. dated December 19, 2008. A copy of the Drainage Study and
Stormwater Design Report was sent to the Coeur d’Alene Tribe's public Works Director, with a
request for written acceptance on January 27, 2009.

Title to the treatment plant property by the City of Plummer from the Idaho Department of
Transportation needs to be secured. Easements for the discharge pipeline if needed also need to
be secured. Regarding the title to the treatment plant property, the January 29, 2009 meeting
accomplished the property transfer. A copy of the recorded deed will be sent to IDEQ as soon as it
is available from Benewah County. A right-of-way map and exhibits have been prepared for City



' Gary Gaffney

January 30, 2009
Page 4 of 6

4)

5)

6)

7)

8)

9)

review and signature to certify ownership of all needed rights-of-way for the project. When that has
been signed, a copy of the signed document will be sent to DEQ for your records.

Sheet C1.2 describes the demolition plan for the existing lagoons and Section 13016 of the
specifications outlines biosolids removal requirements. How will the wastewater in the lagoons be
removed and disposed? Specification Section ISPWC 205, Dewatering, has been modified in the
contract documents to specify decanting between the lagoons, allowing settlement of solids, until all
wastewater has been discharged to Plummer Creek.

The landscaping plan for the treatment site indicates that topsoil from the site will be stockpiled
(where?) and then replaced to establish the vegetated areas. Since the site was a gravel pit, how
much topsoil is available? As above, we suggest blending the topsoil with some or all of the
stabilized biosolids from the lagoons to develop a suitable soil type and depth for the site
landscaping. Specification Section 02923 has been modified to include the phrase, “..or from the
City property located north of the site”. Also, Specification Section 02936 now includes a paragraph
allowing lagoon sludge as a soil amendment.

We recommend an isolation valve on each side of the force main distribution line at the wetland
discharge. Isolation valves are now depicted on Sheet C4.14.

Sheet C4.14 shows a 1% slope on each 130-foot long perforated line at the wetland discharge area
as opposed to a flat disposal line. The engineer needs to determine this design will result in equal
distribution and discharge along the length of each lateral and not cause the lower ends of the
trenches to channelize. A copy of the calculations showing the flow distribution through the laterals
is attached. The percent difference in flow rate through the top orifices from that through the bottom
orifices ranges from 1.6% to 2.3%.

The drawings call for installation of a backflow preventer on the potable water service line entering
the operation building and the mechanical building and the specifications further address these
devices. However, the type of device or assembly is not indicated. For sewage treatment plants, a
reduced pressure backflow device or air gap needs to be installed in accordance with state rules
and the city's cross-connection control ordinance. Specification Section 15427 now requires a
reduced pressure backflow device in paragraph 2.1.B.

If the influent pump station fails to operate and sewage surcharges the city collection system, where
will the wastewater end up? Would it be prudent to grade the site to divert this wastewater from
flowing into Plummer Creek? Wastewater surcharge from the lift station site would end up in
Plummer Creek. We have investigated this issue, but the Coeur d’Alene tribe requires that the old
lagoon site be restored to its pre-developed state, precluding using it as emergency overflow
storage. However, we have a great deal of redundancy in the system. We've built-in four hours of
storage (at the 315,000 gpd design flow rate) within the lift station wet well. The first phase pumps
are duplex, with triplex pumping to be added in the second phase. We have standby generation
connected. The forcemain will be kept clean using a pigging port. With this combination of
protections, it is very unlikely that the lift station will surcharge during its design life.

10) The valve vault at the influent and effluent pump stations constitute confined spaces without any

provisions for ventilation. The O&M Manual needs to address how the system operators will be
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trained and equipped to safely enter these and other confined spaces throughout the site.
Specification Section 13011 has been modified to require the contractor to supply the City with
confined space entry equipment, including a blower, a manlift, hamess, and gas detector. The City
will have its personnel certified for confined space entry by taking and maintaining 40-hour
HAZWOPER certification.

11) The engineer has indicated open basins throughout the site may be equipped with floating covers in
order to comply with setback requirements in the Idaho Wastewater Rules. We are not entirely
convinced these covers will effectively control odors or impact performance of the various aeration
basins. We would like the engineer to reconsider installation of an enclosed building over the 65-
foot by 85-foot treatment area. This building could be equipped with odor control systems on the
ventilation system that could mitigate the odor issues associated with the location. Per our
conversation earlier in the week, we have changed the floating cover to an add-alternate schedule.
In the event that the City receives multiple odor complaints about the facility between completion of
phase one construction and commencement of the planning for phase two, phase two shall include
a retrofitting roofed enclosure for the phase one extended aeration system basins, and a roofed
enclosure for the phase two extended aeration system basins.

12) The west end of the mechanical building appears to involve an open-sided biosolid floor storage
area. The engineer has proposed biosolid storage in this space in covered trailers but has not
included information about these trailers in the specifications. We recommend that this area be
enclosed on the sides. Specification Section 13012 now includes a paragraph 2.8 defining a sludge
transportation vehicle with a dump bed, 4 cubic yard capacity, and an air-tight cover.

13) The design calls for installation of a 5,000 gallon effluent storage tank with a pump that charges a
non-potable water system serving the belt filter press system and the irrigation system for the site.
All of the non-potable pipelines need to use purple colored pipe designating non-potable content. A
flow meter needs to be installed on the non-potable system to keep track of the volume of
wastewater reused. Al reuse pipe, including imrigation pipe, will be purple pipe. Specification
Section 02813 paragraph 2.1.A has been modified to require purple pipe as required in IDAPA
58.01.17. :

o

14) It appears the use of sewage effluent on-site for irrigation purposes involve wastewater reuse and
needs to be permitted in accordance with the Idaho Rules for the Reclamation and Reuse of
Municipal and Industrial Wastewater (IDAPA 58.01.17). Since this reuse is confined to the site and
may not have a detrimental effect on water quality, DEQ recommends that the city apply to us for a
waiver per Section 900 of these rules. As noted above in Design Report item 5, the City is applying
for a waiver. A new Specification Section 13022 has been added defining a totalizing flow meter for
the reuse system.

15) We understood from the design engineer that a berm of soil will be placed along the Trail of the
Coeur d’Alenes with various shrubs planted on the berm to screen the facility. The drawings do not
appear to detail this arrangement. Typical cross-sections of this area would be helpful in showing
reasonable efforts are being undertaken to reduce public exposure and mitigate odor complaints.
As noted above in our response to Design Report item 14, we have been unable to fit a berm in our
grading plan.
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